
This is a rough diagram that explains the recently discovered issue with the Splex’s hot water tank that 
provides domestic hot water to showers and sinks. 
 
 
 
 
 
 
 
 
 
 
 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
The replacement of this “heater coil bundle” would cost upwards of $10,000.  The Spelx Domestic Water Project, which would remove 
the hot water tank and replace it with a boiler, is scheduled to be initiated in FY17.  It may be prudent to forego putting good money 
into this bad tank and request for CTS to provide a quote for what it would cost to accelerate the removal/replacement of the hot water 
tank only.  

Water from Boiler A is sent to 
heat coils that in-turn heat 
water in water tank for 
domestic use (showers, sinks). 
Water from Boiler A also 
provides heat to Splex facility 

during winter months.  

This current leak introduces boiled potentially contaminated water into the 
domestic water that contacts skin; and can possibly be ingested. 
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